
SCALE:  NTS

ENCASE WITH

BEDDING MATERIA

TRACER WIRE

TRACER WIRE  ACCESS BOX

INSTALLED FLUSH TO GRADE

STRIP WIRE AND ATTACH

TO STAINLESS STEEL SCREWS

PROVIDE 18" OF SLACK

ABOVE BEDDING MATERIAL

SANITARY SEWER AND FORCE MAIN LIDS SHALL BE COLORED GREEN.

WATER MAIN LIDS SHALL BE COLORED BLUE.

STORM SEWER LIDS SHALL BE COLORED BROWN.

ELECTRICAL LIDS SHALL BE COLORED RED.

NOTES

1. REFER TO VILLAGE STANDARD SPECIFICATIONS FOR TRACER WIRE.

GRADE

CAST IRON LID

6"

DRIVE IN MAGNESIUM

GROUNDING ROD

GROUNDING WIRE

 TRACER WIRE ACCESS BOX
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